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1. FOR 3-HEATER VERSION ONLY THREE
      HARNESS COLOURED RED/BRN,ORG/RED AND YEL/BLK
      ARE REQUIRED.
2. FOR 6-HEATER VERSION ALL SIX
      HARNESS REQUIRED.
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 WIRE CODES:
  1. EVAP = EVAPORATOR
  2. COND = CONDENSOR
  3. AMB = AMBIENT
  4. COMP = COMPRESSOR
  5. DEF = DEFROST
  6. RH = RIGTH HAND
  7. LH = LEFT HAND
  8. YEL = YELLOW
  9. WHT = WHITE
 10. BLK = BLACK
 11. BRN = BROWN
 12. BLU = BLUE
 13. DCV = DIGITAL CONTROL VALVE
 14. VIV = VAPOR INJECTION VALVE
 15. HPS = HIGH PRESSURE SWITCH
 16. LPS = LOW PRESSURE SWITCH
 17. WCC = WATER COLDED CONDENSER
 18. CB = CIRCUIT BREAKER
 19. AVL = AIR VENT LOGGIN
 20. HS = HIGH SPEED
 30. LS = LOW SPEED
 20. HP = HIGH PRESSURE TRANSDUCER
 21. LP = LOW PRESSURE TRANSDUCER 
 22. DF+ = DEFROST SIGNAL TRANSFRESH POWER
 23. DF- = DEFROST SIGNAL TRANSFRESH GROUND
 24. P+ = POWER TRANSFRESH
 25. P- = GROUND TRANSFRESH
 26. HS = HIGH SPEED
 27. LS = LOW SPEED
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 1. EVAPORATOR MOTORS,CONDENSER MOTOR AND 
    COMPRESSOR MOTOR ARE PROTECTED BY AN 
    INTERNAL KLIXON WHICH CAN DISCONNECT 
    THE POWER TO THE MOTOR AT HIGH 
    TEMPERATURE ON THE MOTOR.
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 2. P- & P+ TRANSFRESH (OPTION)
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